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PROJECT NOTES:

1— THIS DRAWING IS FOR REFERNCE ONLY.

2— WORK SHOULD PROCEED IN SUCH A MANNER TO PRODUCE
SHORTEST OUTAGE TO LOADS BEING TRANSFERRED TO
NEW ELECTRIC SYSTEM. CONTRACTOR TO PROVIDE
TEMPORARY GENERATION AS REQUIRED BY OWNER.

3— PRIMARY CONTACT FOR OUTAGES:

DOUG WRIGHT 545-5550

4— GIVE NOTICE TO BUILDING OCCUPANTS BEFORE

TAKING OUTAGES.

5— CONTRACTOR SHALL FURNISH ALL MATERIAL AND
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EXISTING CABLE SWITCHING STATION
TO BE REUSED.

EXISTING FUSED TRANSFORMER

TO BE REUSED.

NEW CABLE SWITCHING STATION

EXISTING FUSED TRANSFORMER

EXISTING COMPARTMENT FUSED SWITCHGEAR

ELBOW SURGE ARRESTER.

EXISTING CIRCUIT TO BE REUSED.

NEW 15kV 38 CIRCUIT CONSISTS OF (3)

2/0 CU. 15kV CABLES WITH (1) 2/0

CU. 600V NEUTRAL IN (1) 5" CONDUI.

(1) 5" SPARE CONDUIT.
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ASPHALT

CULVERT

CULTIVATED FIELD

DEMO-POLE #09 TO POLE #26

Y

CONSTRUCTION SUMMARY

CONSTRUCTION | 1100 O og | DETAL(S) &
LOGATION | _ LOGATION DISTANCE | DRAVING CONSTRUCTION DESCRIPTION
NUMBER [or T 7o |1 T | UNTS OR | REFERENCE
R C| FEET | NUMBER
@ o | 1o ? w RENOVE 80° POLE #9, CROSS ARMS AND OVERHEAD POWER CONDUCTOR'S
AND DOWN GUY
o 0 | ? 8 RENOVE 80° POLE #10, CROSS ARMS AND OVERHEAD POWER CONDUCTOR'S
AND CONDUITS AND' DOWN GUY
w1 ? o RENOVE 55 POLE #11, CROSS ARMS AND OVERHEAD POWER CONDUCTOR'S
AND DOWN GUY
2 | 1 N - ( CAUTION HOT WORK ON JOINT USE UP&L POLE #12 )
RENOVE PRISON OVERHEAD CONDUCTORS AND CROSS ARMS ONLY !
] REMOVE 45’ POLE #13, CROSS ARMS, FUSES, ARRESTORS AND DOWN GUY'S.
13 1 R 232 REMOVE ALL OVERHEAD CONDUCTORS.
wl sl o 59 REMOVE 45 POLE #14, CROSS ARMS, DOWN GUYS, AND ALL OVERHEAD
CONDUCTORS.
@ 15| 16| R 172 REMOVE 45' POLE #15, CROSS ARMS AND ALL OVERHEAD CONDUCTORS.
REMOVE 45 POLE 16, CROSS ARMS, FUSES, ARRESTORS AND DOWN GUY'S
6 | 17| R 200 REMOVE ALL OVERHEAD CONDUCTORS. REMOVE RISER. EXISTING CSS #34 TO
REMAN AND BE REUSED
@ ot REMOVE 45' POLE #17, CROSS ARMS, FUSES, ARRESTORS, SKA
7] 18 R TRANSFORMER, METER RISERS AND METERS.
8 | 19| & - REMOVE 55’ POLE #18, CROSS ARMS, AND DOWN GUY
ALSO REMOVE ALL OVERHEAD POWER CONDUCTORS.
9| 2| g 10" REMOVE 55' POLE 19, CROSS ARMS, 3 PHASE TAP UNIT
ALSO REMOVE ALL OVERHEAD POWER CONDUCTORS.
9] 20| & 5t REMOVE 45’ POLE §20, CROSS ARMS, FUSES, ARRESTORS,
3-50 KVA TRANSFORMERS, METER RISERS AND METERS.
REMOVE 45’ POLE §21, CROSS ARMS, FUSES, 3-25kVA. TRANSFORMERS,
@ 2| 2| R 142 RISERS AND METERS, REMOVE ALL OVERHEAD PONER CONDUCTORS.
REMOVE EXISTING PANELS, CONDUIT WIRE & CONCRETE
REMOVE 45' POLE §22, CROSS ARMS, FUSES, ARRESTORS,
@ n | 23| R 1o REMOVE 2 UNDERGROUND POWER CONDUTTS, AND THREE UG CONDUCTORS,
AND ALL OVERHEAD POWER CONDUCTORS.
) REMOVE 45’ POLE #23, CROSS ARMS, 1-PHASE TAP UNIT ALL OVERHEAD
@ B R 25 POWER CONDUCTORS.
@ w | 5| & & REMOVE 45’ POLE §24, CROSS ARMS, FUSES, ARRESTORS, 15KVA
TRANSFORMER, DOWN GUY, SECONDARY TAP UNIT
@ 5 | 2 | R 77 REMOVE 35’ POLE #125, SECONDARY CONDUCTOR AND STREET LIGHT
2% R REMOVE 35 POLE #26, SECONDARY CONDUCTOR AND STREET LIGHT

ALSO REMOVE SERVICE TO SMALL BUILDING

NOTES:

1. — POLE DEMOLITION TO TAKE PLACE AFTER ALL ELECTRIC LOADS HAVE BEEN TRANSFERED TO THE UNDERGROUND SYSTEM.

2. = ALL DISTANCES ARE APPROXIMATE.

CONTRACTER TO CONFIRM HIS OWN WORK UNITS.
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TYPICAL EQUIPMENT DESCRIPTION

CONSTRUCTION SUMMARY

LOCATION
NUNBER

CONSTRUCTION | pra (s

AT

AL CONSTRUCTION DESCRPTION
T NUMBER

HIGHWAY
BORE

LOCATE EXISTING 6" HDPE CONDUIT THAT HAS
css #31 BEEN INSTALLED UNDER HIGHWAY. EXTEND (1) 6"
PVC CONDUTS TO €SS #31.

CABLE. SWITCHING STATION

PADMOUNT TRANFORMERS E

PADMOUNT SWITCHGEAR

0O AS BUILT

50
o) O REVISION

SCALE: 1"=50"-0"

INSTALL (3) 2/0 CU 15KV CABLES AND (1) 2/0 D
CSS #BD €SS #31 CU 600V NEUTRAL INSULATED CABLE IN NEW AND State of Utah—Department of Administrative Services
EXISTING CONDUIT.
DIVISION OF FACILITIES CONSTRUCTION
D AND MANAGEMENT
€SS #31 INSTALL (1) 4 POSITION €SS 410 State Office Building/Salt Lake City. Utah B4114,/638-3018
CSS #31|CSS #32 INSTALL (1) 15kv 3¢ CIRCUIT CONSULTANTS
css #32 INSTALL (1) 4 POSITION CSS Intermountain Consumer
Professional Eugineers, Iur,
CONSULTING ENGINEERS
POLE 1145 E. SOUTH UNION AVE.
412 PACIFICORP POLE }lfv‘JDsVM(AaEédnégIs—ﬁ‘:?”FAx 566-0088
PACIFICORP 125K/ POWER LINE
PACIFICORP SWITCH
15k 3¢ CIRCUIT — CONSISTS OF (2) — 5" PVC CONDUITS. ONE CONDUIT
CONTAINS (3) 2/0 COPPER 15KV CABLES AND (1) 2/0 COPPER
NEUTRAL 600V INSULATED CABLE. SEE SPECIFICATIONS FOR CABLE
SPECS. THE SECOND 57 PVC CONDUIT IS A SPARE.
NOTE: C
1.~ 6" HDPE CONDUIT AND BORE INSTALLED BY OTHERS.
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Intermountain Consumer
css
CATCH BASIN @ @ INSTALL (1) 4 POSITION CSS Professional Enginerrs, Inr.
CONSULTING ENGINEERS
1145 E. SOUTH UNION AVE.
csS g{%VAz‘géﬁTzA;s—ﬁﬁ“FAx 566—0088
@ 15| @ INSTALL (1) 15KV 38 CIRCUIT — : -
INSTALL (1) 15KV 38 CIRCUIT
@ [ @ INTO B(é‘n)m 0SS §34
EXISTING TRANSFORMER AND 15 kv
rn?@o':‘m CRCUT TO REMAN
15KV 38 CIRCUT — CONSISTS OF (2) - 5 PVC CONDUNS. ONE CONDUT
CONTAINS (3) 2/0 COPPER 15V CABLES AND (1) 2/0 COPPER
NEUTRAL 600V INSULATED CABLE. SEE SPECIFICATIONS FOR C
CABLE SPECS. THE SECOND 5° PVC CONDUIT IS A SPARE.
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PARKING AREA

NUMBER riaivs CONSTRUCTION DESCRIPTION
A o NUMBER

Css CSs

o COMNSTRATION b | INSTALL (1) 156V 39 CRCUT
BUILDING ;22 INSTALL (1) 4 POSITION €SS D

State f Utah—D: 1 t of Administrati S i
X%R INSTALL (1) 150KVA 39 TRANSFORMER. e e s
o oS5 | XR | DIVISION OENSA%%II\I'IX(E}%M%?\%STRUCTION

BXSTING ||
CsS #34 a 3% 15 NSTALL (1) 15 36 CRCUT 4110 State Office Bullding/Salt Lake City, Utah B4114/638-3018
N\
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Intermountain Consumer

Professional Eugineers, Iur,
CONSULTING ENGINEERS

1145 E. SOUTH UNION AVE.

MIDVALE, UTAH 84047
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;ig ;ii INSTALL (1) 15kv 3¢ CIRCUIT

Css | XFMR
#35 | 46
XFMR

PARKING AREA INSTALL (1) 15kv 3¢ CIRCUIT

@ @D @

# INSTALL (1) 112.5kVA 3¢ TRANSFORMER.

LOCATE AND INTERCEPT (2) EXISTING CONDUITS WITH
CABLES TO TRAINING BUILDINGS. EXTEND CONDUIT TO

XFUR
TRANING 112.5kVA PADMOUNT TRANSFORMER. INSTALL (4) 2/0

# | BLOG

@

INSTALL (1) 3" CONDUIT WITH (4) 4/0 CU THWN
XEMR | PUMP CONDUCTORS & #6 GND. TERMINATE CONDUIT AND
%‘OSTM #5 | BLDG CABLES AT EXISTING DISCONNECT ON BUILDING.
FUSED INSTALL SERVICE GROUNDING.
- INSTALL (1) 2" CONDUIT WITH (4) 2/0 CU THWN
= KEMR | MANT CONDUCTORS & #6 GND. TERMINATE CONDUIT AND
#5 | BLDG CABLES AT EXISTING DISCONNECT ON BUILDING.
INSTALL SERVICE GROUNDING.
o
@'H CU THWN CONDUCTORS & #6 GND IN EACH
CONDUITS.

INSTALL (1) 125 AMP METER MAIN PANEL AT EACH

| @ TR;L\S\(;VG (2) TRAINING BUILDING. PROVIDE METER. INSTALL
SERVICE GROUNDING.
[ INSTALL (1) 4 POSITION CABLE SWITCHING STATION.
#36 \E03/ |INSTALL (3) ELBOW ARRESTERS.
R css | FRED LOCATE AND INTERCEPT EXISTING 15kV CIRCUIT TO C
@ 6 HOUSE FRED HOUSE BUILDING. EXTEND CONDUIT AND CABLES

BLDG TO CSS #36. TERNINATE CABLES AT CSS #36.

200,000
GALLON
RESERVOIR

15KV 38 CIRCUT — CONSISTS OF (2) — 5" PVC CONCRETE ENCASED CONDUITS. ONE
CONDUIT CONTAINS (3) 2/0 COPPER 15KV CABLES AND (1) 2/0
COPPER NEUTRAL 600V INSULATED CABLE. SEE SPECIFICATIONS FOR
CABLE SPECS. THE SECOND 5' PVC CONDUT IS A SPARE.
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S INSTALL (1) 15kV “!O
3¢ CIRCUIT w\' INSTALL (1) 12.47kV Ay
CSS #32 D 208/120V 150kVA THREE #6 o CONSULTANTS
] PHASE TRANSFORMER R
|
5” CONDUIT | (2 & _ .
RCUIT — - ) Q e i1/ Intermountain Consumer
FROM CSS #31 Professional Engineers, Jnr.
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I ! R BUS. (801) 255-1111 FAX. 566—0088
N
N
S le
2|8
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o || B
INSTALL (1) 4 POSITION PN -2/
2" CONDUIT WITH (4)-2/0
CABLE SWITCHING STATION Q) gZ)P(IJDOE,\Fl{DL)J(lle\\’IVV”g (c‘gﬁgt{gmres COPPER XHHW—2 CONDUCTORS &
//:% & #4 OND. #6 GND.
1
s =7
/ b EXISTING €SS
C #34 TO REMAIN.
EXISTING CIRCUIT TO
F@“ TRANSFORMER TO
TO CSS #33 \\\\s\* REMAIN. DISCONNECT AND REMOVE EXISTING - X
WG | SERVICE, CONDUITS, AND CABLES. >
\Q\\\@)\\* INSTALL NEW CONDUIT AND CABLES ~ o
3 INSTALL. SERVICE GROUNDING 7 D ]E P AR T M E T
DETAIL m S==o 7 EXSTING
== DISCONNECT AND
SCALE: NONE E09 EXISTING DISCONNECT ~¢ METER TO REMANN. @ ]F
AND METER TO REMAIN.
EXISTING POWER POLE,
DETAIL m TRANSFORMERS, CONDUIT, CABLE
AND RISERS TO BE REMOVED.
— SCALE: NONE E09 ]
DETAIL 3\
SCALE: NONE E09
DRAPER, UTAH
82 =<
% DRAPER PRISON
ADMIN/ACADEMY
UNDERGROUND POWER
UPGRADE
B B
STATE PROPERTY ID. #-
EXISTING POWER POLE AND
\\\\ LOCATE AND INTERCEPT EXISTING 2" CONDUITS RISER TO BE REMOVED. DFCM PROJECT #06139100
Lo I\ TO BUILDING. REMOVE CABLES AND EXTEND
©3 % | CONDUIT TO 112.5KVA TRANSFORMER AND NEW
% < I METER/MAIN PANEL. INSTALL (3) 2/0 CU.
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COMPACTED NATIVE

CONCRETE, ASPHALT, OR SOD PROVIDE PLASTIC

MARKER TAPE
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BILL OF MATERIAL

QUANTITY

b ¢ ITEM 4 WAY DESCRIPTION

AS REQ'D | SPLIT BOLT CONNECTOR

1 200 AMPERE
CABLE SWITCHING STATION ENCLOSURE COMPRISED OF: D

s

(1) ENCLOSURE COMPLETE WITH LOADBREAK State of Utah—Department of Administrative Services
JUNCTION MOUNTING PLATES.
(1) 24” FIBERGLASS GROUND SLEEVE DIVISION OF FACILITIES CONSTRUCTION
AND MANAGEMENT
200A LOADBREAK ELBOW FOR: 4110 State Office Building/Salt Lake City, Utah 84114/538—3018

AS REQ'D

#2/0 CU 15kV SHIELDED CABLE

AS REQ'D| #2 AWG STRANDED BARE COPPER GROUND WIRE

22"+

CONSULTANTS

2 10'-0"x5/8" COPPER GROUND ROD

Jutermountain Consumer

Professional Engineers, Inr.

CONSULTING ENGINEERS

1145 E. SOUTH UNION AVE.

MIDVALE, UTAH 84047

BUS. (801) 255—1111 FAX. 566—-0088

FINISHED 2 GROUND ROD CONNECTOR
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